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GRINDER PUMPS SHALL BE A SINGLE PHASE, 230 VOLT, 3 H.P,,
3450 RPM PUMP CAPABLE OF PUMPING 62 GPM AT A TDH OF
37 FEET. (MYERS WG30 OR APPROVED SUBSTITUTE)

CONCRETE BASIN MAY BE REFPLACED WITH A FIBERGLASS

BASIN.  BUOYANCY CALCULATIONS MUST BE SUBMITTED SHOWING
SIZE OF ADDITIONAL CONCRETE BASE REQUIRED PROIR TO
APPROVAL OF SUBSTITUTION.

CONTRACTOR SHALL INSTALL SQUIRREL CAGE OR PROPELLAR
TYPE FAN IN BASIN COVER TO PROVIDE AIR FLOW INTO WET WELL.
SUBMIT FAN TYPE TO ENGINEER FOR APPROVAL.

PROVIDE STERPS OR LADDER TO BOTTOM OF WET WELL.
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1. CRUSHED ROCK PIPE BEDDING SHALL CONFORM TO THE
FOLLOWING GRADATION:
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81 APPLY TO ALL OTHER DRAWINGS WHERER
1| SIMILAR CONDITIONS EXIST WHETHER
¢1 OR NOT NOTED OR DETALED.
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